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SAMPLE 1 Multipurpose Bldg., North wall of kitchen , Faucet on a 2-compartment sink 

SAMPLE 2 600 Bldg , Exterior south wall of Room 601 , triple bubbler fountain , left bubbler 

3710020-BHD-A 

3710020-BHD-B 

3710020-BHD-C 

3710020-BHD-D 

3710020-BHD-E 

SAMPLE 3 500 Bldg, Exterior north wall of 1st floor RRs, two single bubbler fountains, lower left fou ntain 

SAMPLE 4 Administration Bldg, South wall of nurse's room , Faucet on a single compartment sink 

SAMPLE 5 300 Bldg, Exterior south wall , triple bubbler fountain , middle bubbler 

DLR= State Mandated Detection Limit for Reporting (DLR)= 5 ug/L 
Action Level (AL) = 15 ug/L 

Environmental Monitoring and Technical Services 
2392 Kincaid Road MS 45A. San Diego, CA 92101 

Tel(619) 758-2300 Fax (619) 758-2309 
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